APPLICATION FOR VARIANCE A B o H REL AN D SECURITY

State Form 44400 (R7 { 10-13) 302 West Washington Streei, Room W248
Approved by State Board of Accounts, 2013 Indianapolis, IN 46204-2739

Bl s dn.aovichs/firaflp be comm goge!

INSTRUCTIONS: Please refer to the atiached four (4} page instructions. Variance number (Assigned by department}
Afttach additional pages as needed to complete this application. TE oo

eof p|§cnt Beataimain e vibet kit i

Matt Eckert President
Name of organization Teiephone numper
Koch Development Corp. {812) 937-4401

Address (nutnber and skreet, cily, sfate, and ZIF code}

452 E. Christmas Blvd., Santa Claus, IN 47579

NEMe of applicant
John Adkins Director Safety & Security
Name of organization Telephone number
Koch Development Corp. (812) 937-5269

Address (number and sireet, cily, state, and ZIP code)
452 E. Chnstmas Blvd., Santa Claus, IN 47579
Name of esign professional ' N

“License number
Richard Burch; David Dahl 890227, 18887
Name of organization Telephone number
Midwest Engineers Inc, (812) 295-2800

Address {humber and street, cily, sfate, and ZIP codej

y _ Box 95 Loogootee, IN 47553

State roject number

338248

County
Spencer

Namfr o

Filgrim's Plunge Halloween Aftraction

Address of site (number and sfreet, cily, state, and ZIP code)

452 E. Christmas Bivd. Santa Claus, IN 47579

Type of project

[ Addition Alteration {1 Change of occupancy {1 Existing

Bd A check made payable to the Indiana Department of Homaland Security for the appropriate amount. (see instructions}

Bd One (1) set of plans or drawings and supporting data that describe the area affected by the reguested variance and any proposed afternatives.
B written documentation showing that the local fire official has received a copy of the variance application,

B4 written documentation showing that the local building official has received a copy of the variance application.

5 VIOLATION NFORMATION
Has the Plan Review Section of the Division of Fire znd Building afty issued a Correction Order?
[1Yes {If yes, aftach a copy of the Correction Order) No

Has a viclation baen issued?

[ Yes (If yes, atiach a copy of the Violation and answer the following.) D No

Viclation issued by:
[] Local Building Department [] State Fire and Building Code Enforcement Section [} Local Fire Department
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7. DESCRIFTION OF REQUESTED VARIANCE

Name of code or standard and editon involved

2014 Indiana Building Code (IBC) 411.4

Naiure of non-compliance (include a description of spaces, equipment, elc. invoived as necessary.}

The building is a 6174 Sq. FL. 2 story structure with open area lower level. The structure is currently classed as a A-5 Amusement
Building and meets all requirements IAW 2008 IBC (See SBC Project # 338248). Original Construction date was February 2008. We
are changing the building usage from an Amusement Building to an indoor Halloween attraction ufflizing only the lower leve! of the
buiiding. The structure meets all requirements of of the IBC Section 411 with the exception of section 411.4 regarding Autoamatic
Sprinkler Systems.

8. DEMONSTRATION THAT PUBLIC HEALTH. SAFETY, AND WELFARE WILL BE PROTECTED

Select one of the following staternents:
[0 Nor~compliance with the rule wili not be adverse to the public health, safety or welfare; or

Applicant will undertake atternafive actions in lieu of compliance with the ruie to ensure that granting of the vartance wilt not be adverse to
public health, safety, or welfare. Explain why altemative actions would be adequate {be specific).

Facts demonstrafing that the above selected statement is true:

Koch Development Corp. will take the following measures to ensure the safety of guests while in the attraction.

1) Install an active heat & smoke detection systerns IAW IBC 2014 Sec. 907.2.12.

2) Designate a constantly attended and activeiy monitored location staffed with employees capable of monitoring and acfivating
emergency egress proceedures IAW IBC 2014 Sec. 907.2.12.2. This proceedure will include an emergency stop that will turn off
backgroud themed noise/music, activate emergency voice instruction, and activate lighting necessary to assist in evacuation and
verifiaction of guest and employee evacuation.

3). Instalation of Emergency Exits at no more than 50 ff infervais throughout the attraction with low level exit signage and directional
path markings to assist guest and employees with exiting the atiraction safely.

4) Assignment of employees throughout the attraction capable of assisting guests with exiting the attraction in the event of an
emergency or activation of the Emergency alarm sysiem.

9. DEMONSTRATION OF UNDUE HARDSHIP OR HISTORICALLY SIGNIFICANT STRUCTURE
Select at least one of the following staternents:

im Imposition of the rule would result in an undue hardship (unusual difficully) because of physical limitafions of the construction site or its utility services.
[J Imposition of the rule would result in an undue hardship (unusual difficully) because of major operational problems in the use of the building or structure.
[ imposition of the rule woukd resuit in an undue hardship (Unusual difficulty) because of excessive costs of additional or altered construction elements.
1 imposition of the rule would prevent the preservation of an architecturally or a historically significant part of the building or structure,

Facls demonstrating that the above selected stalement is frue:

The Pilgrim Plunge building was constructed in February 2000 1AW SBC Project #338248. Upon original approval and construction the
project did not require the installation of an automatic sprinkler system and was classified as an A-5 Amusement Building. Although we
are requesting re-classification of the buiiding to a Special Amusement Building, the occupancy and purpose of the buiiding has not
changed in the sense that it remains an amusement attraction. The design, abor, and consfruction necessary to retrofit an automatic
sprinkler system within the Pifgrim's Plunge building would drastically increase the allocated project cost associated with repurposing
the location. Through the demonstration of additional safety elements regarding fire detection, alarm, and evacuation, we feel the same
If not increased level of safety can be achieved.

10. STATEMENT OF ACCURACY '

I hereby certify under penalty of perjury that the information contained in this application is accurate,

Sijn;?e of applicant or person submitting application Please print name

Date of signature fmontt, day, year)
Matt Eckert 12-14-/ v
Date of signature (month, day, year)

Signibture of design professional (7 apphicabie) Please print name

11. STATEMENT OF AWARENESS (If the application is submitled on the applicant’'s behalf. the applicant must sign the following statement.)

{ hereby certify under penalty of perjury that | am aware of this request for variance and that this application is being submitted on my behalf.

Please print name Date of signature (month, day, year)
John Adkins /2 1y
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Notes regarding the Pilgrim’s Plunge Engineering Plans for the 2018 Halloween
Attraction;

1) Only the Pilgrim’s Plunge building stracture will be utilized for the Halloween
Attraction, The water channef will not be incorporated into the attraction. Reference
drawing 4 of 66.

2) The Queuing lines depicted in drawing 6 of 66 will be removed from the station. This
will be guest viewing area for the Halloween attraction.

3) Some of the railing depicted in drawing 10 of 66 (South Elevation) and drawing 11 of 66
(East Elevation) will be removed to allow for additional emergency egress. This will
ensure that emergency exits are located no more than 50ft apart.

4) The channel trough through the Pilgrim’s Plunge building will be leveled off to prevent
guest from falling into the trough (drawing 4, 6, 7, & 11 of 66). Plans to be developed by
Oak Island Creative.



T
i
14
%
[
]
|
|
o
]

!
!
i
i
i
[
)
&
H
|
|

e . i

=
B
1
B
!
1

et e e R TR R e

A |
o

Pﬂﬂﬂ’

i T[T
R

F
1
i

¥ re lyrel e |
. poc

HEELREERI LB ERUE

QUEUING STATION - MAIN LEVEL FLOCH PLAN

WAL =TT T







THAS 88,

oo

15 POYA-
L B R S ek, CEAR

Eﬂﬁﬂﬂ il VUL

SHOVAL WL PRIMCTR BELLCT LANINATE

IR T
1J1

COUME 4° VERTICAL STRZNG « HIOHLAMD CEDAL

SR

R s ot T Ny

el

\QU\FEEEEEE
HORTTONTAL DRURE 43 TLII0NEN JIIOHG ~ BEUE SPRIKT .

“TROM .
g »
TOF ]

AN

E%Eliﬂ’;‘ag!’
b4
TOR oF bodlt .

13100 0F TR ModRS
v, A

.-!t.u-c‘uggn

* NORTH ELEVATION

N 318




" WEST ELEVATION
* WD AW

. Erﬂﬁnnﬁ_ﬁ#@ﬁ#ﬁ ﬂ..r/ -

17

EAST ELEVATION
TE AT




